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open one of the sample containers and 
check for disinfectant residual. Ab-
sence of a disinfectant residual invali-
dates the sample for further analysis. 
Once a disinfectant residual has been 
demonstrated, open another of the 
sealed samples and determine total 
THM concentration using an approved 
analytical method. 

(h) The requirements in paragraphs 
(a) through (g) of this section apply to 
subpart H community water systems 
which serve a population of 10,000 or 
more until December 31, 2001. The re-
quirements in paragraphs (a) through 
(g) of this section apply to community 
water systems which use only ground 
water not under the direct influence of 
surface water that add a disinfectant 
(oxidant) in any part of the treatment 
process and serve a population of 10,000 
or more until December 31, 2003. After 
December 31, 2003, this section is no 
longer applicable. 

[44 FR 68641, Nov. 29, 1979, as amended at 45 
FR 15545, 15547, Mar. 11, 1980; 58 FR 41345, 
Aug. 3, 1993; 59 FR 62469, Dec. 5, 1994; 60 FR 
34085, June 29, 1995; 63 FR 69464, Dec. 16, 1998; 
65 FR 26022, May 4, 2000; 66 FR 3776, Jan. 16, 
2001]

Subpart D—Reporting and 
Recordkeeping

§ 141.31 Reporting requirements. 
(a) Except where a shorter period is 

specified in this part, the supplier of 
water shall report to the State the re-
sults of any test measurement or anal-
ysis required by this part within (1) 
The first ten days following the month 
in which the result is received, or (2) 
the first ten days following the end of 
the required monitoring period as stip-
ulated by the State, whichever of these 
is shortest. 

(b) Except where a different reporting 
period is specified in this part, the sup-
plier of water must report to the State 
within 48 hours the failure to comply 
with any national primary drinking 
water regulation (including failure to 
comply with monitoring requirements) 
set forth in this part. 

(c) The supplier of water is not re-
quired to report analytical results to 
the State in cases where a State lab-
oratory performs the analysis and re-
ports the results to the State office 

which would normally receive such no-
tification from the supplier. 

(d) The public water system, within 
10 days of completing the public notifi-
cation requirements under Subpart Q 
of this part for the initial public notice 
and any repeat notices, must submit to 
the primacy agency a certification that 
it has fully complied with the public 
notification regulations. The public 
water system must include with this 
certification a representative copy of 
each type of notice distributed, pub-
lished, posted, and made available to 
the persons served by the system and 
to the media. 

(e) The water supply system shall 
submit to the State within the time 
stated in the request copies of any 
records required to be maintained 
under § 141.33 hereof or copies of any 
documents then in existence which the 
State or the Administrator is entitled 
to inspect pursuant to the authority of 
section 1445 of the Safe Drinking Water 
Act or the equivalent provisions of 
State law. 

[40 FR 59570, Dec. 24, 1975, as amended at 45 
FR 57345, Aug. 27, 1980; 65 FR 26022, May 4, 
2000]

§ 141.32 Public notification. 

The requirements in this section 
apply until the requirements of Sub-
part Q of this part are applicable. Pub-
lic water systems where EPA directly 
implements the public water system 
supervision program must comply with 
the requirements in Subpart Q of this 
part on October 31, 2000. All other pub-
lic water systems must comply with 
the requirements in Subpart Q of this 
part on May 6, 2002 or on the date the 
State-adopted rule becomes effective, 
whichever comes first. 

(a) Maximum contaminant levels 
(MCLs), maximum residual disinfectant 
levels (MRDLs). The owner or operator 
of a public water system which fails to 
comply with an applicable MCL or 
treatment technique established by 
this part or which fails to comply with 
the requirements of any schedule pre-
scribed pursuant to a variance or ex-
emption, shall notify persons served by 
the system as follows: 
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